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2008 Annual Drinking Water Quality Repart
McNair Stampley Waterworks
PWS#: 0320003 & 0320010

Mzy 2009

We're pleased to present to you this year's Annual Quality Water Repont. This report is designed to inform you about the qualty water
and semvices we deliver to you every day. Qur ¢onstant goal is to pravide you with a safe and dependable supply of drinking water. We
want you to understand the efforts we make to continually improve the water treatrment process and protect our water resources. We
are committed to ensuring the quality of your water. Our water seurce s from wells drawing from the Catahoula Formation Aquiter.

The source: waler assessment has been completed for our public water system to deteyming the overall susceptibility of its drinking
water supply to identified potential sources of cantamination. The general susceptibility rankings assigned to each well of this systern
are provided immadiately below. A report containing detailed intormation on how the susceptibility determipations were made has
been furnished to cur public water system and is available for viewing upon request. The wells for the McNair Stampley Water
Association have raceived lower susceptibility rankings te contarmination,

If you have any questions about this report or concerning your water utility, please contaet Elbert Dixon at 601.788-1158.  We want
our valued customers to be informed about their water utility. f you want to leam more, please attend any of our rogularly scheduled
maelings, They are held on every second Thursday of each month at 7:00 PM at 1417 Main Street or the anhual meeting held the third
Monday in November at 7:30 PM at the main office.

We routingly monitor for constituents in your drinking water according to Federal and State laws. This table below liste ail of the
drinking water contarminants that we detected during the periad of January 1" to December 31 . 2008. In cases where monitoring
wash't required in 2008, the table refiects the most recent results. As wator travels over the surface of land or undergroung, it
dissolves naturally pccurring minerals and, in some caces, radioactive materials and can piGK up substances or contaminants from
the presence of animals or from human activity, microbial contaminants, such as viruses and bacteria, that may come from sewage
troatment plants, septic systems, agricultural livestock operations, and wildlife: inorganic contaminants, such as salts and metals,
which can be naturally occurring or result from urban storm-water runoff, industrial, or domestic wastewater discharges, oil and gas
production, mining, or tarming; pesticides and herbicides, which may come from a variety of sources such as agriculture, wban storm.
water runcff, and residential uses; organic chemical contaminants, including synthetic and volatile organic chemicals, which are by-
products of industrial processes and petroleumn production, and can alse came from gas stations and septic systems; radicactive
contaminants, which can be naturally accurring or be the result of oil and gas production and mining activities. |n order to ensure that
tap water is safa to drink, EPA prescribes regulations that limit the amount of certain contaminants in water pravided by public water
systems. All drinking water, including bottled diinking water, may be reasonably expected to contain at lesst small amounts of some
constituents. It's important to remember that the presenca of these constituents does not necessarily indicate that the water poses a
health risk,

In this table you will find many terms and abbrevigtions you might ol be famibar with, To help you hetter understand these terms
we've provided the follawing definitions:

Action Leve/ - the concentration of & contaminant which, if exceeded, tnggers treatment or other requirements which a water systam
must follow.

Maximum Contamunant Level (MCL) The "Maximum Allowed" (MCL) 15 the mighest level of a contaminant that is allowed in drinking
water. MCLs are set a5 close to the MCLGs as feasible using the best available treatment technolagy.

Maximum Contaminant Level Goal (MCLG) The "Gozl"(MCLG) 15 the level of a contaminant in drinking water below which there is no
known ot expectad risk to health. MCLGs allow for a margin of safety.

Farts per milhon (pprm) or Milfigrams per iter (mg/) one part per militan correspands to one minute in two years or a single penny in

$10,000.
Parts per biilion (pph) ar Micrograms per Iiter - one part per billion carresponds to one minute in 2,000 years, or a single penny in
$10.000,000.

PWS ID #: 0320003 TEST RESULTS

Contaminant \valolét'i'c‘\'n” Date Level 'Range ot Detecty or Unil moLe ] mMEL Likely Source of Contamnation

YN Gollected | Detected # of Samples Measure
Exceeding -ment
. MCLACL

Microbiological Contaminants

———— . . ..
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We are required to monitor your drinking water for specific constituants on a monthly basis. Results of regular monitoring are an
indicator of whether or not our drinking water meets health standards. Beginning January 1, 2004, the Mississippi State Departmant of
Health (M:SDH) required public water systems that use chiorine as a prirary disinfectant to monitoritost for chiotine 1esiduals as
required by the Stage 1 Disinfection By-Products Rule. Qur water system # 320003 failed to complete these menitoring requirements
in April of 2004:October O 2008, Novernber of 2007 & March of 2008 and system # 320010 talled to complete these maonitoring
requirements in Aprit of 2004. We did complete the monitaring requirements for bacteriolegical sampling that shawed no caliform
pragent. In an effort to ensure systems complete all monitaring requirements, MSDH now notifies systemns of any missing samples
prior to the and of the compliance period.

If present, elevated levels of lead can cause senous health problems, especially for pregnant wemen and young children. Lead in
drinking water is primarily from materials and components associated with service fines and homa plumbing. Qur Water Association
is responsible for providing high quality drinking water, but cannot control the variety of materials used in plumbing components.
When your water has been sitting for several hours, you can minimize the potential for lead exposure by flushing your tap for 30
seconds to 2 minutes before using water for drinking or eooking. If you are cancerned about lead in your water, you may wish to haye
your water tested. Information on lead in drinking waler, testing methods, and steps you can take to minimize exposure is available
from the Safe Drinking Water Hotline or at hitp/imww.epa.govisatewaterfiead. The Mississippi State Department of Health Public
Health Laboratory offers tead testing for $10 per sample. Please contact 501.576.7582 if you wish to have your water tested.

All sources of drinking water are subject to potential contamination by substances thal are naturally sceurdng or man made, These
substances can be rmicrobes, inorganic or organic chemicals and radioactive substances. All drinking water, including bottled water,
may reasonably be expected to contan at least small amounls of some contaminanis.  The presence of contaminants does not
necessanly indicate that the water poses a health risk. More information about cortarninants and potential health effacts can be
obtained by cailling the Environmertal Protection Agency's Safe Drinking Water Hotline at 1-800.426.4791.

Some people may be mate vilnerable to contaminants in dnnking water than the general population. Immuno-compromised pergsons
such as persons with cancer undeigeing chemotherapy, persons who have undergons organ transplants, people with HIV/AIDS ar
other immune system disorders, some elderly, and infants ¢an be particularly at risk from infections. These pecple should seek advice
about drinking water from their health care providers. EPA/CDC guidelines on appropriate maans to lessen the risk of infection by
cryptosporidium and other microbiological contaminants are avallable from the Safe Drinking Water Hotline 1-800-426-4791.

v d MESSAGE FROM MSDH CONCERNING RADIOLOGICAL SAMPLING

In accordance with the Radionuclides Rule, all community public water supplies were required to sample quarterly for radionuciides
beginning January 2007 - December 2007, Your public water supply completed sampling by the scheduled deadline; hawever, during
an audit of the Mississippi State Department of Health Radiological Health | aboratory, the Environmental Protection Agency (EPA)
suspended analyses and reporting of radiclogical compliance samples and results until further natice,

Although this was not the resuit of inaction by the public water supply, MSDH was reqguired to issue a violation. The Bureau of Public
Water Supply is taking action to resalve this issue as quickly as possible. ¥ you have any questions, please contact Melissa Parker,
Daputy Director, Bureau of Public Water Supply, at 601.578.7518

The McNail Slampley Waterworks warks around the clock to provide top quality water ta every tap, We ask that all our customers
help us protect cur water sources, which are the heart of our community, our way of life and our children's future.
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1. Totel Coliform ¥ iy Pastive | 3 NATTT]TTTT R presence of colitorm | Naturally prezantin |
Bautario bactena in 4% of | the environment
. R S o e TGN SaMMIplES |
Tnorganic Contaminants
10. Barium N 2006" 022 NoRange ppm 2 2 | Discharge of dniling wastes:
discharge from metal refinenes;
N arosion of natural deposits
13. Chromiym N 2006 2 No Range ppD 100 100 | Discharge from steal and pulp
mills; erosion of natural deposits
14, Copper N 2008 3 0 PRM 13 AL=1.2 | Corrosion of household plumbing
systems; erosion of natural
deposits; [eaching from wood
preservatives ]
17, Lead N 2008 4 0 ppb a AL=15 | Corrosion of household plumbing
systems. erosion of natural
deposits
Disinfection By-Products
82 TTHM N 2008 1.08 No Range pph 0 B 30 Ely-pr;.)du;l aof drinking water
(Total chianmatian,
, tihalomethanes] i c e
Chiorife N 2008 1.41 B - 141 ppm 0| MDRL =4 | Water additive used to control
microbes
*ALust recend sumple, No sumple required for 2008
PWS ID #: 0320010 TEST RESULTS
[ Contaminunt Violation | Date Level | Rangeof Dstectsor | Unit | MCLG | ML Likely Source of Contamination
Y/M Collectad Dataetud # of Sumples Measure
Exceeding -mient
MCL/ACL
Microbiological Contaminants
1. Total Coliferm Y July Positive 1 NA a presence of coliform | Naturally present in
Bacteria bacteria in 5% of | the enviropment
. monthly samples |
Inorganic Contaminants
"l'(WJT‘éa(ium N 2006° 012 No Range ppm 2 2 | Discharge of &ri'lliﬁﬁ'@a—s'fég;m_m
discharge from metal refineries,
| erosion of natural deposits
14. Copper N 2008 2 0 ppm 13 AL=1.3 | Corrosien of household plumbing
systems; erosion of natural
deposits; leaching from wood
preservatives
17. Lead N 2008 3 ] ppb 0 AL=15 | Corroslon of household plumbing
systems, erosion of natural
deposits o
Disinfection By-Products
Chiorine N 2008 1.58 91156 ppm 0] MDRL =4 | water additive used to control
microbes

¥ Most recertt sumple. No sumple required for 2008,
Microblologicad Contontnents:

(1 Total Colitonn. Coliforms are bactaria thar are natrally present in the enviranment and are used as an indicator that ol . Jrotentially-lamstul, bactens may be

present. Coldorms were tound 1 more samples than sllowed and this was a waming of potential problens

In July 2008 our systam pulled samples containing bacteria In cooperation with the Mississippi Department of Health, the hecesgary
reasures were taken 1o return the system to compliance. We are pleased to report that the re-samples were free of the bacteria.
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BUREAU OF PUBLIC WATER SUPPLY

CALENDAR YEAR 2008 CONSUMER CONFIDENCE REPORT
CERTIFICATION FORM

McNair Stampley Waterworks
Public Water Supply Name

#0320010 & 0320003
List PWS 1D #s tor all Water Systems Covered by this CCR

The Federal Safe Drinking Water Act requires each cemumunity public water system to develop and distribute a consumer
confidence report (CCR) to its customers each year. Depending on the population served by the public water system, this CCR
must be mailed to the customers, published in a newspaper of local circulation, or provided to the customers upon request.

Please Answer the Following Questions Regarding the Consumer Confidence Report

R Customers were informed of availability of CCR by: (d#tach copy of publication, water bill or other)
R Advertisement in local paper
a On water bills
O Other

Date customers were informed: 6 _/11/09
[ CCR was distributed by mail or other direct delivery. Specify other direct delivery methods:

Date Mailed/Distributed:__ / _/
0 CCR was published in local newspaper. (Attach copy of published CCR or proof of publication)
Name of Newspaper: The Fayette Chronicle

Date Published: __6/11/ 09
O CCR was posted in public places. (A#tach list of locations)
Date Posted:___ /[

O CCR was posted on a publicly accessible internet site at the address: www.

CERTIFICATION

1 hereby certify that a consumer confidence report (CCR) has been distributed to the customers of this public water system in
the form and manner identified above. 1 further certify that the information included in this CCR is true and correct and is
consistent with the water quality monitoring data provided to the public water system officials by the Mississippi State
ent of Health, Buzeau of Public Water Supply.

/N %JMW « b (7~ 09

‘Naine/Tile (President, Mayor, Owner, etc.) Date

Mail Completed Form to: Bureau of Public Water Supply/P.O. Box 1700/Jackson, MS 39215
Phone: 601-576-7518




' o 2008 Annual Drinking Water Quality Report
McNair Stampley Waterworks
PWS#: 0320003 & 0320010
May 2009

We're pleased to present to you this year's Annual Quality Water Report. This report is designed to inform you about the quality water
and services we deliver to you every day. Our constant goal is to provide you with a safe and dependable supply of drinking water. We
want you to understand the efforts we make to continually improve the water treatment process and protect our water resources. We
are committed to ensuring the quality of your water. Our water source is  from wells drawing from the Catahoula Formation Aquifer.

The source water assessment has been completed for our public water system to determine the overall suscepfibility of its drinking
water supply to identified potential sources of contamination. The general susceptibility rankings assigned to each well of this system
are provided immediately below. A report containing detailed information on how the susceptibility determinations were made has been
furnished to our public water systerm and is available for viewing upon request. The wells for the McNair Stampley Water Association
have received lower susceptibility rankings to contamination.

If you have any questions about this report or concerning your water utility, please contact Elbert Dixon at 601-786-1158. We want
our valued customers to be informed about their water utility. if you want to learn more, please attend any of our regularly scheduled
meetings. They are held on every second Thursday of each month at 7:00 PM at 1417 Main Street or the annual meeting held the third
Monday in November at 7:30 PM at the main office.

We routinely monitor for constituents in your drinking water according to Federal and State laws. This table below lists all of the
drinking water contaminants that we detected during the period of January 1* to December 31% , 2008. In cases where monitoring
wasn't required in 2008, the table reflects the most recent results. As water travels over the surface of land or underground, it dissolves
naturally occurring minerals and, in some cases, radioactive materials and can pick up substances or contaminants from the presence
of animals or from human activity; microbial contaminants, such as viruses and bacteria, that may come from sewage treatment plants,
septic systems, agricultural livestock operations, and wildlife; inorganic contaminants, such as salts and metals, which can be naturally
occurring or result from urban storm-water runoff, industrial, or domestic wastewater discharges, oil and gas production, mining, or
farming; pesticides and herbicides, which may come from a variety of sources such as agriculture, urban storm-water runoff, and
residential uses; organic chemical contaminants, including synthetic and volatile organic chemicals, which are by-products of industrial
processes and petroleum production, and can also come from gas stations and sepfic systems; radioactive contaminants, which can
be naturally occurring or be the result of oil and gas production and mining activities. In order to ensure that tap water is safe to drink,
EPA prescribes regulations that limit the amount of certain contaminants in water provided by public water systems. All drinking water,
including bottled drinking water, may be reasonably expected to contain at least small amounts of some constituents. It's important to
remember that the presence of these constituents does not necessarily indicate that the water poses a health risk.

In this table you will find many terms and abbreviations you might not be familiar with. To help you better understand these terms we've
provided the following definitions:

Action Level - the concentration of a contaminant which, if exceeded, triggers treatment or other requirements which a water system
must follow.

Maximum Contaminant Level (MCL) - The “Maximum Allowed” (MCL) is the highest level of a contaminant that is aliowed in drinking
water. MCLs are set as close to the MCLGs as feasible using the best available treatment technology.

Maximum Contaminant Level Goal (MCLG) - The “Goal (MCLG) is the level of a contaminant in drinking water below which there is no
known or expecied risk to health. MCLGs allow for a margin of safety.

Parts per million (ppm) or Milligrams per liter (mg/l) - one part per million corresponds to one minute in two years or a single penny in
$10,000.

Parts per billion (ppb) or Micrograms per liter - one part per billion corresponds to one minute in 2,000 years, or a single penny in
$10,000,000.

PWS ID #: 0320003 TEST RESULTS
Contaminant Violation Date Level Range of Detects or Unit MCLG MCL Likely Source of Contamination
YN Collected | Detected # of Samples Measure
Exceeding -ment
MCL/ACL

Inorganiec Contaminants

10. Barium N 2006 .022 No Range ppm 2 2 | Discharge of drilling wastes;
discharge from metal refineries;
erosion of natural deposits




L

13. Chromium N 2006* 2 | No Range ‘ ppb 100 100 | Discharge from steel and pulp

' mills; erosion of natural deposits
14. Copper N 2008 3 0 ppm 1.3 AL=1.3 | Corrosion of household
plumbing systems; erosion of
natural deposits; leaching from
wood preservatives

17. Lead N 2008 4 0 ppb 0 AL=15 | Corrosion of household
plumbing systems, erosion of
natural deposits

Disinfection By-Products

82. TTHM N 2008 1.08 No Range ppb 0 80 | By-product of drinking water

[Total chiorination.

trihalomethanes]

_Ghlorine N 2008 1.41 91 - 1.41 ppm 0| MDRL =4 | Water additive used to control
microbes

*Most recent sample. No sample required for 2008

PWS ID #: 0320010 TEST RESULTS
Contaminant Violation Date Level Range of Detects or Unit MCLG MCL Likely Source of Contamination
Y/N Collected Detected # of Samples Measure
Exceeding -ment
MCL/ACL

Inorganic Contaminants

10. Barium N 2006* 012 No Range ppm 2 2 | Discharge of drilling wastes;
discharge from metal refineries;
erosion of natural deposits

14. Copper N 2008 2 0 ppm 1.3 AL=1.3 | Corrosion of household
plumbing systems; erosion of
natural deposits; leaching from
wood preservatives

17. Lead N 2008 3 0 ppb 0 AL=15 | Corrosion of household
plumbing systems, erosion of
natural deposits

Disinfection By-Products

,fC’hlorine N 2008 1.55 91-1.55 ppm 0| MDRL =4 | Water additive used to control
microbes

* Most recent sample. No sample required for 2008.

As you can see by the table, our system had no contaminate violations. We're proud that your drinking water meets or exceeds all
Federal and State requirements. We have learned through our monitoring and testing that some constituents have been detected
however the EPA has determined that your water IS SAFE at these levels.

We are required to monitor your drinking water for specific constituents on a monthly basis. Results of regular monitoring are an
indicator of whether or not our drinking water meets health standards. Beginning January 1, 2004, the Mississippi State Department of
Health (MSDH) required public water systems that use chlorine as a primary disinfectant to monitorftest for chlorine residuals as
required by the Stage 1 Disinfection By-Products Rule. Our water system # 320003 failed to complete these monitoring requirements
in Aprit-of-2004,0ctober Of 2006, November of 2007 & March of 2008 and system # 320010 failed to complete these monitoring
requirements in April of 2004. We did complete the monitoring requirements for bacteriological sampling that showed no coliform
present. In an effort to ensure systems complete all monitoring requirements, MSDH now notifies systems of any missing samples
prior fo the end of the compliance period.

If present, elevated levels of lead can cause serious health problems, especially for pregnant women and young children. Lead in
drinking water is primarily from materials and components associated with service lines and home plumbing. Our Water Association is
responsible for providing high quality drinking water, but cannot control the variety of materials used in plumbing components. When

{__your water has been sitting for several hours, you can minimize the potential for lead exposure by flushing your tap for 30 seconds to 2

minutes before using water for drinking or cooking. If you are concerned about lead in your water, you may wish to have your water
tested. Information on lead in drinking water, testing methods, and steps you can take to minimize exposure is available from the Safe
Drinking Water Hotline or at http://www.epa.gov/safewater/lead. The Mississippi State Department of Health Public Health Laboratory
offers lead testing for $10 per sample. Please contact 601.576.7582 if you wish to have your water tested.




All sources of drinking water are subject to potential contamination by substances that are naturally occurring or man made. These
substances can be microbes, inorganic or organic chemicals and radioactive substances. All drinking water, including bottled water,
may reasonably be expected fo contain at least small amounts of some contaminants. The presence of contaminants does not
necessarily indicate that the water poses a health risk. More information about contaminants and potential health effects can be
obtained by calling the Environmental Protection Agency’s Safe Drinking Water Hotline at 1-800-426-4791.

Some people may be more vuinerable to contaminants in drinking water than the general population. Immuno-compromised persons
such as persons with cancer undergoing chemotherapy, persons who have undergone organ transplants, people with HIV/AIDS or
other immune system disorders, some elderly, and infanis can be particularly at risk from infections. These people should seek advice
about drinking water from their health care providers. EPA/ICDC guidelines on appropriate means to lessen the risk of infection by
cryptosporidium and other microbiological contaminants are available from the Safe Drinking Water Hotline 1-800-426-4791.

ke MESSAGE FROM MSDH CONCERNING RADIOLOGICAL SAMPLING*v**

In accordance with the Radionuclides Rule, all community public water supplies were required to sample quarterly for radionuclides
beginning January 2007 - December 2007. Your public water supply completed sampling by the scheduled deadline; however, during
an audit of the Mississippi State Department of Health Radiological Health Laboratory, the Environmental Protection Agency (EPA)
suspended-analyses and reporting of radiological compliance samples and results until further notice.

“%\lthough this was not the result of inaction by the public water supply, MSDH was required to issue a violation. The Bureau of Public
Water Supply is taking action to resolve this issue as quickly as possible. If you have any questions, please contact Melissa Parker,
Deputy Director, Bureau of Public Water Supply, at 601.576.7518.

The McNair Stampley Waterworks works around the clock to provide top quality water to every tap. We ask that all our customers help
us protect our water sources, which are the heart of our community, our way of life and our children’s future.
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MeNAIR-STAMPLEY WATERWORKS ASSOCIATION PREBORIERD b

PO, BOX & FINGT CLASE MAIL
FAYEWE. MS SQOGQ U5 f-‘:.).'": FAGE ;
& (601) 7B6-6265 RETURN SERVICE REQUESTED - FAYETTE, s noem !
PUAMIT NO.L 15 ’:
I s o, | E
Water 33560 33560 0 22.00 i
Credit (34.22) {

(1222(CR
© WAL THIS 8TUB WITH YOUR PAYN

A CORRECTED CCR REPORT I8 LOCATED AT THE MAIN OFFICE.

'\ervlce From 4/26/2009 IG 6/26/2009 ACCOUNT 475 6/29/09 DR FRANKLIN JACKSON
AT ) (R ] LT TG PSR 1744 THENESAI LANE
e T S~ AFTEADUEDAIE 4. MOMT_. ) POWIJATAN VA 23130

(6 |26 |1 (12 zz)

A $1.00 CHARGE 1F YOU B0 NOT HAVE VOUR CARD " ™

McNAIR-STAMPLEY WATERWORKS ASSOCIATION PRESORTED
£.0. BOX & FIHE 1L GLASE MAY
FAYETTE, MS 39069 W HOK 1 AGE
b (601) 7868265 RETURN SERVIGE REQUESTED o
PEHMIT NG, 16

(' TRL ’.__MEI'EH READHNG ' NI

LEMVIC]  pReEGENT pvous ] v )0
Water IT —TOUSR0 T T.000
Late Charse
Past Due

MAIL THIS STUS WITH YOUR PAYMENT

A CORRECTED CCR REPORT IS LOCATED AT THE MAIN OFFICH,

Hervice From 5/22/2009 TO 6/25/2009  ACCOUNT 830 /2919 EDGAR KELLY
..!.«!.lmm DAY e . 3%4 "aﬁééﬁﬁé%‘ﬁ% WMW 32114‘:("}3\1‘-}/‘1&“ gigé’@%ﬁggﬂm
A SLHW CHARGE wlomuivmiy Ay T R —
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MLNAIR STAMPLLY WATEFRIWORKS ASSOCIATION
P BX 6

FAVIITE,
{736 6

SR

RETURN SERVICE REQUESTED

MErzwRERDNG 1 o — .' -__,__
A S PRESLAT FREVIOUS } e CHARGES
Water 33500 33560 0 22.00 e | - ")\‘.’ﬁM’L"?,?.Q‘.;‘:}’:T .
Credit (34.22) ] [ DA 711171

r:m:mmm:; GRGSS KT TO BEFATY”
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MAIL THIB 3TUB WI'I‘H YOUR PAYMERT

A CORRECTED CCR REPORT IS LOCATED AT THE MAIN OFFICE.

Service From S/26/2009 TO 6/26/2009  ACCOUNT 428 6119109 DR FR AN!*;L_IN JA(.‘KS‘()N
T e BOE ] avcs I_ BRI TN 1744 THENLSAI LANE
o sy B ATt R RyE CAWGUNT POWIIATAN VA 231310
6 261 (1232) | -
A SL00 CHARGE IF YOT DO NOTRAVE YOUR Mim‘
& McNAIR-STAMELEY WATERWOHKS ASSOCIATION FH) SOR R4
O BOX G ST UL AR WA
FAYITVL, MS 3906y R
G0 0G.6265 RETURN SERVICE REQUESTED Cavo TN e g
BT 7S N VAP
[5H Ibll"}i; e T T —
e P J --' IR { unkt) }' CHARGES W
Waler 05RO OO L0000 e [y s
{.ate Chargc 2.20 T RIQ 7 T
*ast Due 22.00 b

: “ AMOUNT 70 BE PARS
frerm =

36,20

MAIL THIS STUR WITH YOUR PAYMENT

A CORRECTED CCR REPURT IS LOCATED AT THE MAIN OFFICE.

Service From $/22/2009 TO 6/25/2000  ACCOUNT 839 29009 EDGAR KELLY .
e i - ~. 604 COUNTRY PARK DRIVE
L e it LNea ) SMYRNA GA 30080-8220
625 1, 4.62 L 5082 i
A $1.00 CHARGE § i
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